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GENERAL NOTES

1. INSTALL NEW SHUT-OFF
VALVES. N.O.- NORMALLY
OPEN; N.C. - NORMALLY
CLOSED

2. INSTALL FILTER VESSEL

3. INSTALL NEW PIPE AND
CONNECTIONS, AS
REQUIRED, TO EXITING
WATER DISTRIBUTION LINES.
EXISTING PIPE DIAMETERS
REQUIRE FIELD
VERIFICATION BEFORE
WORK COMMENCES. ALL
NEW PIPES REQUIRE
INSULATION AND
IDENTIFICATION, TO MATCH
EXISTING.

4. INSTALL HOUSEKEEPING
PAD, TO MATCH
SURROUNDING.

5. INSTALL DIFFERENTIAL
PRESSURE GAUGES.

6. INSTALL DRAIN LINE.
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